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NOTES FOR DESIGNER:

1. SEE SHEET 6.
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STEEL RODS COATED
W/ASPHALT OR W/EPOXY
PER AWWA C210; OR
STAINLESS STEEL RODS

(DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

KEYED NOTES:

(1D LOW NITROGEN PRESSURE ALARM
SWITCH.

DRY PIPE VALVE WITH COMPLETE

UL LISTED TRIM PER SPECIFICATION.

TRACER WIRE TEST STATION (NOT
UNDER SPLASH BLOCK).

@ 2" MAIN DRAIN WITH 45 ELBOW TURN

DOWN.
(5> TO NITROGEN SUPPLY (GFE).

(6 ) NITROGEN PRESSURE MAINTENANCE
DEVICE/REGULATOR.

(7D TAMPER SWITCH.
FIRE DEPARTMENT CONNECTION.

(9D ALARM SHUT—OFF VALVE WITH
TAMPER SWITCH.

DRAWING DEVELOPED FOR ML—3
PROJECTS. FOR ML—1/ML—2,
ADDITIONAL REQUIREMENTS AND
QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK-
AGE).

ADDED BACKFLOV PREVENTER, DELETED
TESTAHLE CHECK VALVE, AND REVISED T
CONPLY WITH DRAFTING MANUAL. OWG. NQ. )
WAS ST2010.
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